
(PLAN VIEW)

# CORNER TRANSITION - FLAT OUTSIDE
(FREEZER)

NOTE: FIELD CUT STARTING PANEL
AND ENDING PANEL AS REQUIRED
AT CORNER TRANSITION.

(_) 14 - 14 x _ BVL DP3
R, PER PANEL AT EACH
SECONDARY SUPPORT

"OC-03" OUTSIDE CORNER
W/ POP RIVETS 12" O/C
(SET TRIM IN BUTYL SEALANT)

SECONDARY FRAMING
(NOT BY IMP SUPPLIER)

GIRT CLIP
(NOT BY IMP
SUPPLIER)

FIELD-CUT THERMAL BREAK

ONE-PART EXPANDING
FOAM SEALANT(NOT BY
IMP SUPPLIER)

PEEL & STICK BITUMEN
MEMBRANE

"IC-01" INSIDE CORNER
W/ 10. x 0.75" PPH DP3
@ 12" O/C (SET TRIM IN
BUTYL SEALANT)
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